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Status of Illinois’ water conservation and efficiency program 

 
 
A U.S. Supreme Court Decree limits Illinois= diversion of Lake Michigan water to an annual 
average of 3200 cubic feet per second (cfs), approximately 2.1 billion gallons/day.  The Decree 
and Illinois state law specifically require that: 
 

Aall feasible means reasonably available to the State and its municipalities, 
political subdivisions, agencies and instrumentalities shall be employed to 
conserve and manage the water resources of the region and the use of water 
therein in accordance with the best modern scientific knowledge and engineering 
practice.@  (615 ILCS 50) 
 

This is the operative judicial and statutory language that directs the Illinois Department of 
Natural Resources (Department) to develop and implement a water conservation program 
covering all diverters of Lake Michigan water. 
 
The Department=s water conservation and efficiency program has several primary objectives: 
 

 Promote the efficient use and conservation of Lake Michigan water by the end user 
(homeowner, business/industry). 

 Establish standards for good water system management and leakage control by the 
owner/operator of a public water supply system. 

 Ensure that Lake Michigan water diverted directly into the Chicago Waterway system 
for various purposes is kept to a minimum. 

 
Illinois’ primary tool to implement these objectives is to spell out certain water conservation 
requirements that all domestic users of Lake Michigan water must comply with as a condition of 
receiving a Lake Michigan water allocation permit.  Section 3730.307 of the Department’s Rules 
and Regulations for the Allocation of Water from Lake Michigan (17 IL Adm. Code Ch I. Sec. 
3730) requires the following: 
 
Section 3730.307 Conservation Practices and Other Permit Conditions 
 
a) The Department shall condition allocations within a user category upon required 

conservation practices for each user category as specified in subsections (b) and (c). 
Failure by any permittee to meet the conservation requirements applicable to it within a 
reasonable period of time will, upon notice, hearing and determination of such failure, 
constitute a violation of a Department order. 



b) As a condition of receiving an allocation of Lake Michigan water, all permittees will agree 
to submit to the Department proposals designed to reduce or eliminate wasteful water 
use and to reduce unaccounted-for flows to 8% or less, based on net annual pumpage, 
and procedures used to determine efficiency of water metering or accounting in the 
permittee's system. 

c) The Department shall require evidence of adoptions by the permittee of the following 
conservation practices as applicable to the particular user: 
1)  Leakage monitoring and correction for storage, transmission and distribution 

systems. 
2)  Metering of all new construction. 
3)  Metering of existing nonmetered services as part of any major remodeling. 
4)  The adoption of ordinances which require installation of the following water 

efficient plumbing fixtures based on a pressure at the fixture of 40 to 50 psi in all 
new construction and in all repair or replacement of fixtures or trim: 
Fixtures     Maximum Flow 1 
Water Closets, tank type   1.6 gal per flush 
Water Closets, flushometer type  1.6 gal per flush 
Urinals, tank type    1.0 gal per flush 
Urinals, flushometer type   1.0 gal per flush 
Shower Heads    2.5 GPM 
Lavatory, sink faucets   2.5 GPM 

5) The adoption of ordinances which require the installation of closed system air 
conditioning in all new construction and in all remodeling. 

6)  The adoption of ordinances which require that all lavatories for public use in new 
construction or remodeling be equipped with metering or self closing faucets. 

7) The adoption of ordinances which require that all newly constructed or 
remodeled car wash installations be equipped with a water recycling system. 

8) The adoption of ordinances which restrict non-essential outside water uses to 
prevent excessive, wasteful use.  As a minimum, these restrictions shall provide 
that unrestricted lawn sprinkling will not be allowed from May 15 - September 15 
of each year. 

9) Development and implementation of public programs to encourage reduced 
water use. 

10) Installation of facilities and implementation of programs to reduce to a reasonable 
minimum, and to accurately account for, water used for navigational, lockage, 
and leakage purposes; and pollution treatment, control or abatement purposes. 

d) Within 90 days of receipt of an allocation permit, each permittee which uses any water 
from deep aquifer pumpage shall submit a phased program designed to end this 
practice, other than for emergency or standby use, within five years of the receipt of 
Lake Michigan water. 

e) As a condition of receiving an allocation of Lake Michigan water, all permittees will limit 
hydrant uses to 1% or less of net annual pumpage in each annual accounting period.  
The Department may grant an exception to this requirement if it can be shown by the 
user that this requirement can't be met. In determining the merits of a request for an 
exception, the Department considers such factors as engineering studies of hydrant 
uses and unusual circumstances during an annual accounting period. 

                                            
1 Proposed revision to IDNR Part 3730 Rules to conform to flow limits specified in 

Section 123 of the Energy Policy Act of 1993. 
 



f) The Department recommends that all permittees adopt water rate structures based on 
metered water use and that water rate structures be developed which will discourage 
excessive water use. 

 
These conservation requirements have been in effect since 1977.  It is very difficult to 
accurately determine the impact of water conservation requirements on household water use.  
However, we have noted a general decrease in per capita consumption, especially over the last 
10 years.  Since the Compact came into force, the Department has completed a comprehensive 
Lake Michigan water allocation review, and has issued new Lake Michigan water allocation 
permits that incorporate these lower per capita use rates into the long term (out to the year 
2030) allocations.  Regionally, a small reduction in water use translates into a large volume of 
water, given that the Lake Michigan water service population in Illinois is around 7 million 
people. 
 
Improving the management and accountability of a municipal water system offers the greatest 
potential for a significant reduction in water consumption.  Consequently, the Department has 
developed standards (see Part b above) relating to leakage and unaccounted-for-flow (UFF), 
and has made future allocations of Lake Michigan water based on compliance with these 
requirements. 
 
Historically, UFF has been an overlooked problem, although in recent years it has been getting 
more attention as the cost of water production and treatment have increased and new water 
supply sources have become more difficult to locate.  In 1995, the average residential water rate 
in the Lake Michigan water service area was $2.99/1000 gallons.  By 2000, it had increased to 
$3.23/1000 gallons, and by 2005 to $3.65/1000 gallons.  Water rates in excess of $6.00/1000 
gallons are becoming more common.  
 
A successful regulatory program should apply to all permittees on a uniform and consistent 
basis.  In the development of the Department=s standards on UFF, we had to recognize the 
unique social, economic and demographic character of each community, such as the City of 
Chicago with a population of 3 million to small service areas with less than 1,000 people; from 
industrial to bedroom communities; from highly affluent to poverty level communities; from 
communities with water systems approaching 100 years old to communities with water systems 
less than 10 years old; from active growth communities to communities that are losing 
population; and with communities that have a high per capita water consumption to those with a 
very low per capita consumption.  Given these variables, the Department concluded that the 
standard definition for UFF, the difference between total water production and billed water, 
would not be appropriate to use in the development of our regulatory standard. 
 
Recognizing that all water systems, no matter how well constructed or maintained have a 
certain amount of unavoidable leakage, the Department developed a definition of unavoidable 
leakage that was based on the number of miles of water main, the type of pipe, the type of joints 
and the age of the water system.  In this way, a community is not penalized because of the age 
of their water distribution system or for the construction materials that were used.  Unavoidable 
leakage, as originally defined, also relates to that amount of leakage that cannot be reasonably 
controlled and which may cost more to locate and repair than to permit to exist. 
 
The Department=s standards for UFF and unavoidable leakage are based upon the percentage 
of water that enters the distribution system and does not include water wholesaled to any other 
water system.  This amount is termed Anet annual pumpage@.  Based upon studies done by 
experts in this area and upon standards established by the AWWA for allowable leakage in new 



systems, in 1980 the Department set the following standards (Section 3730.102) for 
unavoidable leakage: 
 

For cast iron pipe with lead joints 
 

Age of water main  Maximum unavoidable leakage 
 

Greater than 60 years  3000 gal/day/mile of main 
40 to 60 years   2500 gal/day/mile of main 
20 to 40 years   2000 gal/day/mile of main 
Less than 20 years  1500 gal/day/mile of main 

 
For all types of pipes and joints 

 
Age of water main  Maximum unavoidable leakage 

 
Greater than 60 years  2500 gal/day/mile of main 
40 to 60 years   2000 gal/day/mile of main 
20 to 40 years   1500 gal/day/mile of main 
Less than 20 years  1000 gal/day/mile of main 

 
For older communities in northeastern Illinois, unavoidable leakage averages about 5-7% of net 
annual pumpage, while in newer communities it typically averages 3-5%. 
 
UFF water, as defined by the Department (Section 3730.102), is that amount which cannot be 
accounted for after the amounts used for residential, commercial, industrial, municipal, non-
metered hydrant use (this should not exceed 1% of net annual pumpage) and unavoidable 
leakage are compared to net annual pumpage.  UFF should be close to zero.  However, to 
provide some flexibility in water system operation and management, and also recognizing such 
losses as meter under-registration and water main breaks, the Department allows an UFF of up 
to 8%. 
 
To ensure consistent reporting of water use data by our Lake Michigan water allocation users, 
the Department requires the annual submittal of water use data on a form known as the 
>Annual Water Use Audit Form= (copy attached).  This form has been required since the late 
1970s, so there is a long term data base that enables the Department to monitor the impact of 
this conservation requirement.  In 1979, the first year for which the Department compiled 
statistics on UFF for 182 water systems in northeastern Illinois, the average UFF was 10.4%.  
Over the last five years, the average UFF has been around 4%. 
 
There is a significant regional impact with a reduction of UFF.  In 2000, total water consumption 
by Lake Michigan communities was 1,117 million gallons per day.  Assuming that half of the 
reported UFF is due to underground leakage, the reduction in UFF from 10.4% to 4.0% has 
saved 36 million gallons per day, enough water to supply an additional 250,000 people. 
 
Although the Department=s standards have served as a strong incentive for communities to 
begin the necessary leakage control studies and water audits to improve their accountability, 
they have also yielded very favorable cost returns.  Water that is lost from the distribution 
system because of leakage is revenue lost, even though the cost is there to produce the water.  
This has the effect of increasing water rates to the consumer.  For example, a 3 million gallon 
per day system with a 20% UFF will cut consumption by 360,000 gallons per day if they reduce 



their UFF down to the required 8%.  At a purchase price of $1.75/1000 gallons, this represents 
an annual savings of $230,000 per year.  This savings alone should be more than adequate to 
finance a leak detection and repair program. 
 
In 2007, 27 permittees reported UFF exceeding 8%, with some as high as 30%.  All of these 
communities were ordered to present a specific plan of action and a timetable to reduce UFF to 
below the Department standard of 8%.  All of them submitted a compliance program and are 
currently undertaking measures such as water audits, leak detection surveys, meter change 
outs and testing and in some cases major water main replacement programs. 
 
During this past year, the Department initiated contact with all of our domestic Lake Michigan 
water allocation permittees to request a copy of their outside water use ordinance.  These 
ordinances are being reviewed as part of an effort to evaluate where our conservation 
requirements might be improved. 
 
As part of our ongoing Lake Michigan water allocation program, every year Department staff 
prepares and distributes a Lake Michigan water allocation newsletter.  This newsletter includes 
a table that reports on our permittees’ compliance with our UFF standards, and reminds them of 
our objective to promote the efficient use and conservation of our limited supply of Lake 
Michigan water. 
 
An additional activity has been the Department’s support of an 11 county Northeastern Illinois 
Regional water supply planning effort.  This study is in its third and final year, and the final 
report, expected early in 2010, is expected to strongly recommend that water suppliers/users in 
the 11 county region, which includes the Lake Michigan water service area, consider 
implementing a number of water conservation initiatives.  These measures go beyond the 
typical list of conservation measures, and include such issues as water reuse, stormwater 
management, etc. 
 
Conclusion 
 
Illinois has had a Lake Michigan water conservation program for over 30 years.  We believe that 
our program is consistent with and fully supports the Great Lakes-St. Lawrence River Basin 
Water Conservation and Efficiency Objectives.  The unique nature of Illinois’ Lake Michigan 
water use and diversion as allowed under a U.S. Supreme Court Decree has resulted in a water 
conservation and efficiency program that is implemented primarily as a regulatory program, with 
additional measures, such as conservation pricing, conservation education and information 
sharing implemented through a non-regulatory effort.   
 
 
Attachment – LMO -2 form 
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